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REVISION BLOCK

SPLICE POINT OR WIRE CAP

FACTORY WIRING (STRIPED)

FACTORY WIRING (SOLID)

FIELD WIRING

OPTIONAL ITEMS

A

ACT ACTUATOR

ALS AUXILIARY LIMIT SWITCH

AUX CON AUXILIARY CONTACT

AFS AIR FLOW SWITCH

B- BLOWER

BPT BUILDING PRESSURE TRANS

C CONTACTOR

CA COMFORT ALERT CNTL

CAP CAPACITOR

CB CIRCUIT BREAKER

CCH CRANKCASE HEATER

CF- CONDENSER FAN

CFS CLOGGED FILTER SWITCH

CLO COMPRESSOR LOCKOUT

CONDWV CONDENSER WATER VALVE

CSTB COMMON SIDE TERMINAL BLOCK

CWV CHILLED WATER VALVE

DCC DIGITAL COMPR. CNTL

DF- DEFROST

TS TEMP SWITCH

CTL CONTROL

DI DOOR INTERLOCK

DISC DISCONNECT SWITCH

DMPR DAMPER ACTUATOR

DPS DIFFERENTIAL PRESSURE SW

DPT DISCH PRESS TRANSDUCER

ECON ECONOMIZER

ECM ELECTR COMMUTATED MTR

CS CHANGEOVER SWITCH

EVAP EVAPORATOR

EWT ENTERING TEMP (SENSOR)

FANSW FAN SWITCH

FCS FAN CYCLE SWITCH

FRZ STAT FREEZE THERMOSTAT

FU FUSE

GND GROUND

GOT GUARANTEED OFF TIMER

H- HEAT

HG- HOT GAS REHEAT

HPS HIGH PRESSURE SWITCH

HS HEAT STRIP

HW- HEAT WHEEL

HWV HOT WATER VALVE

IGN CTL IGNITION CONTROL

LPS LOW PRESSURE SWITCH

LS LIMIT SWITCH

LVTB LOW VOLTAGE TB

LWT LEAVING WTR TEMP (SENSOR)

MAB MIXED AIR BYPASS ACTUATOR

MAT MIXED AIR TEMP (SENSOR)

MGV MAIN GAS VALVE

MHGRV MOD HGR VALVE

MLS MAIN LIMIT SWITCH

MOD MODULATING

MR MANUAL RESET

MW- MORNING WARMUP

NSB NIGHT SETBACK RELAY

OAH OUTSIDE HUMIDITY (SENSOR)

OAAT OUTSIDE AMBIENT TEMP SENSOR

OAT OUTSIDE TEMP (SENSOR)

OLR OVERLOAD RELAY

PBO PHASE BROWN OUT

PFC POWER FACTOR CORRECTION

POT POTENTIOMETER

PS POWER SUPPLY

PV PILOT VALVE

R RELAY CONTROL

FRS FIRESTAT

RAH RETURN HUMIDITY (SENSOR)

RAT RETURN TEMP (SENSOR)

RSS

ROLL OUT SWITCH

RST

REMOTE (SAFETY) SHUTDOWN

REMOTE START/STOP

RV REVERSING VALVE

SAT

SCR

SUPPLY TEMP (SENSOR)

SD

SEMICONDUCTOR CNTLD RECT

SMOKE DETECTOR

SOL

SPAH

SOLENOID VALVE

SPAT

SPACE HUMIDITY (SENSOR)

SPACE TEMP (SENSOR)

SPT SUCT PRESS TRANSDUCER

SF- SUPPLY FAN

SUPP SUPPLEMENTARY

SSPS SUPPLY STATIC PRESS (SENSOR)

SW SWITCH

S1 CAM OPERATED SWITCH

T TRANSFORMER

TB TERMINAL BLOCK

TDR TIME DELAY RELAY

T/STAT THERMOSTAT

UMM UNIVERSAL MATH MODULE

ROS

BUP BACK UP PROTECTION

C- COMPRESSOR

E- ECONOMIZER

EM- EMERGENCY HEAT

EF- EXHAUST FAN

HP- HEAT PUMP

S- SAFETY

P- PREHEAT

MTR MOTOR

CT- CONTROL

RF- RETURN FAN

PBO- PHASE BROWN OUT

WSHP WATER SOURCE HEAT PUMP

VFD VARIABLE FREQUENCY DRV

WFS WATER FLOW SWITCH

LAT LEAVING AIR TEMP (SENSOR)

EAT ENTERING AIR TEMP (SENSOR)

VF- VENT FANRAB RETURN BYPASS ACTUATORLLC LOW LIMIT CONTROL

HCO- HEAT CHANGEOVER
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